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NOTES:

DAKOTA ELECTRIC ASSOCIATION

1. ALL WIRING SHALL MEET THE REQUIREMENTS OF THE

NATIONAL ELECTRICAL CODE (NEC). AND LOCAL REGULATIONS.

2. METER SOCKET MUST HAVE BYPASS TO SHUNT CT WHEN METER IS
REMOVED.

3. CT MUST BE GROUNDED AT ELECTRICAL PANEL.

4. LABEL OFF PEAK CONTROL BREAKER.
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